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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

Request for Quotations W912DR-06-T-0006 for maintenenace deionized water system, Washington Aqueduct Dvision is hereby amended to
 replace the scope of work with the one attached and to extend the closing date to 11:00 AM, 16 Nov 2005.  Specifically, note that changes include:
Paragraph II.B7 is changed from NI-MB44 to NI-MB36
Paragraph II.B8 is changed from (1) Wall Mount to (2) Wall Mount
Paragraph III.A6 is changed from Two (2) FPN922CGS to Four (4) FPN922CGS

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 4

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 09-Nov-2005

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X W912DR-06-T-0006

X 9B. DATED (SEE ITEM 11)
27-Oct-2005

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:

D. OTHER (Specify type of modification and authority)

E. IMPORTANT:   Contractor is not,   is required to sign this document and return copies to the issuing office.

14. DESCRIPTION OF AMENDMENT/MODIFICATION  (Organized by UCF section headings, including solicitation/contract subject matter
 where feasible.)

10A. MOD. OF CONTRACT/ORDER NO.

0001

2. AMENDMENT/MODIFICATION NO. 5. PROJECT NO.(If applicable)

6. ISSUED BY

3. EFFECTIVE DATE

09-Nov-2005
CODE

US ARMY CORPS OF ENGINEERS BALTIMORE DIS
10 SOUTH HOWARD STREET       
ATTN: JOSEPHINE BARAN
BALTIMORE MD 21201-2536

E1P0001 7. ADMINISTERED BY  (If other than item 6)

4. REQUISITION/PURCHASE REQ. NO.

CODE

See Item 6

FACILITY CODECODE

EMAIL:TEL:
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        REVISED SCOPE OF WORK 
 
Scope of Work (SOW) 
 
 
 
I. The following SOW for maintenance on a Solution 2000 Type 1 deionized water system at the 

Washington Aqueduct covers a base year and four Option Years beginning October 2005. 
 
II. The contractor agrees to provide the services and supplies listed in Section III to the Washington 

Aqueduct at 5900 MacArthur Blvd., N.W. Washington D.C.  20016-2514. 
 

A. Under the following terms: 
 

1. Contractor shall make one (1) regular preventive maintenance call on a monthly 
basis effective date of the award. 

 
2. Contractor shall inspect the equipment at each visit and make the necessary 

adjustments or repairs. 
 

3. Contractor shall provide two (2) labor-free emergency calls 
 

4. Emergency service will begin within twelve (12) hours of a request. 
 

5. Contractor shall perform all work during its regular business hours on regular 
business days, except for emergency service. 

 
6. It is understood that the portable exchange carbon and mixed bed tanks remain 

the property of contractor. 
 
 
 

B. Description of Equipment 
 

The reverse osmosis/deionized water system located at the Washington Aqueduct 
consists of the following equipment. 
 
1. (1) NI-OA 44  Organic Absorption Carbon Filter 
2. (1)    Water Softener 
3. (1) HR(PA)330  Orion Reverse Osmosis Unit 
4. (1) Raven   100 Gallon Water Storage Tank 
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5. (1)    Distribution Pump 
6. (1) Sanitron   Ultraviolet Sterilizer 
7. (4) NI-MB36  Mixed Bed Deionizer 
8. (2) Wall Mount  20” Post Filter Housing 
9. (1) Thornton 770PC Resistivity Monitor 
10. (1) RO-DI 11AU  Solution 2000 Type I System 

 
 
 
 
 
 
III. Listing of Supplies and Services 
 

A. Supplies 
 

1. Eleven (11) PX0510 5 Micron 10-inch Prefilter Elements 
2. Twenty (20) WSS50-S Solar Salt 
3. One (1) Sanitron Ultra Violet Sterilizer Quartz Sleeve 
4. One (1) Sanitron Ultra Violet Sterilizer Bulb 
5. One (1) FPN021CGS Vent Filter 
6. Four (4) FPN922CGS Final Filter Elements 
7. Two (2) OA44 Organic Adsorption Columns 
8. Four (4) MB44 Deionization Columns 
9. One (1) UV2000RM Solution 2000 UV Module 
10. Two (2) 2613MIT Solution 2000 Purification Kit 
11. Two (2) CC1050 Solution 2000 RO Pre-Filter   

 
B. Services 

 
1. Monthly Preventative Maintenance Visit on all Equipment. 
2. Monthly Resistivity Monitor Calibration  
3. Monthly Water Analysis 
4. Monthly 10-inch 5 Micron Pre-Filter Replacement 
5. Semi-Annual 20-inch .2 Micron Post-Filter Replacement  
6. Annual Ultra Violet Sterilizer Lamp Replacement 
7. Annual Ultra Violet Sterilizer Sleeve Replacement 
8. Annual 10-inch .2 Micron Vent Filter Replacement 
9. Semi-Annual OA44 Carbon Filter Exchange 
10. Semi-Annual MB44 Mixed Bed Deionizer Exchange 
11. Semi-Annual Solution 2000 RO Pre-Filter Replacement 
12. Semi-Annual Solution 2000 Purification Kit Replacement  
13. Annual Solutions 2000 UV Bulb/Sleeve Replacement 
14. Monthly Brine Tank Replenishment 
15. Two (2) Labor-Free Emergency Service Calls. 
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SECTION SF 1449 - CONTINUATION SHEET  
 
SOLICITATION/CONTRACT FORM  
                The required response date/time has changed from 10-Nov-2005 11:00 AM to 16-Nov-2005 11:00 AM.  
 
 
 
The following have been deleted:  
        SCOPE OF WORK  
 
(End of Summary of Changes)  
 


